
Installation guide

Thermostatic expansion valves for hydrocarbons 
Type TU/TC 
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Min. 5% Ag
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TC Factory setting, N: 4 °C / 7 °F

R290
∆SS

1 × 

N  1.5 °C  / 2.7 °F

Pfsst!

4 mm (5/32 in.)

TU/TC

TU Factory setting, N: 4 °C / 7 °F

R290
∆SS

1 × 

N  2.5 °C  / 4.5 °F


